Physical-Technical Testing Institute
Ostrava - Radvanice

) Supplementary EU - Type Examination Certificate No.2

(2) Equipment or Protective Systems Intended for Use
b in Potentially Explosive Atmospheres
: (Directive 2014/34/EU)

(3) EU- Type Examination Certificate number:

N FTzU 12 ATEX 0048X

s,

(4) Product: Dngital Test Gauge Model Series XP2i and XP2i-DD
(6) Manufacturer: Crystal Engineering Corporation

(6) Address: 708 Fiero Lane, San Luis Obispo, CA, U.S.A.

(7) This supplementary certificate ex{ends EC - Type Examination Certificate No, FTZU 12 ATEX 0048X
to apply to products designed and- constructed in accordance with the specification set out in the
Schedule of the said certificate but h”aylng any variations specified in the Schedule attached to this
certificate and the documents therein refé!?rfd to.

(8) The Physical-Technical Testing Institute, Ndﬁf;{ed Body number 1026, in accordance with Articles 17 of
Directive 2014/34/EU of the European Parliament and of the Council, dated 26.02.2014, certifies that
this product, as modified by this supplementary cémﬁcate has been found to comply with the Essential
Health and Safety Requirements relating to the deSIgn and construction of products intended for use in
potentially explosive atmospheres given in Annex |l to the Directive.

(9) In accordance with Article 41 of Directive 2014/34/EU, Eb'.".}'ype Examination Certificates referring to
94/9/EC that were in existence prior to the date of applicatien, of 2014/34/EU (20.04.2016) may be
referenced as if they were issued in accordance with Ditective 2014/34/EU. Supplementary
Certificates to such EC-Type Examination Certificates, and new.issues of such certificates, may
continue to bear the original certificate number issued prior to 20.04.2016.

(10) Compliance with the Essential Health and Safety Requirements has been assured by compliance with:
EN IEC 60079-0:2018, EN 60079-11:2012

If the sign “X” is placed after the certificate number, it indicates that the product'is subject to Specific
Conditions of Use specified in the schedule to this certificate.

(11) The marking of the product shall include the following:
Ex) 1116  ExiallC T4/T3 Ga

(12) This certificate is valid till: 30.04.2027  e7ZD)

\ B

Responsmle Date of iswe: 26.04.2022

T /{Q - , \
/fD|pI Ing. Lukas Martinak Page: 1/2
/' Head of Certification Body

This certificate Is granted subject to the general conditions of the FTZU, s.p.
This certificate may only be reproduced in its entirety and without any change, schedule included.

Physical-Technical Testing Institute, s.p., Pikartskd 1337/7, 716 07 Ostrava - Radvanice, Czech Republic
tel.: +420 595 223 111, +420 604 203 525, e-mail: fzu@ftzu.cz, www.ftzu.cz
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Physical-Technical Testing Institute
Ostrava - Radvanice

Schedule

Supplementary EU - Type Examination Certificate No. 2
to FTZU 12 ATEX 0048X

Description of the variation to the Product:

The subject of this supplementary certificate is:

- Modification of certified apparatus.
- Evaluation according to the newest standards.
- Extension of certificate validity.

This supplementary certificate describes the changes of product Digital Test Gauge Model Series XP2i
and XP2i-DD. There are minor changes in schematic diagram, used components and mechanical
construction without any influence to current EPL. The documentation was updated.

The technical parameters remain unchanged.
Report Number; 12/0048/2

Specific Conditions of Use:
None additional to those listed previously.

Essential Health and Safety Requirements:
Compliance with the Essential Health and Safety Requirements is covered by standards mentioned in
clause (10) of this supplementary certificate.

Drawings and Documents:

Number Issue Nr. of pages Description
3608 Cc 1 Battery Holder Case
3633 G 1 Enclosure, XP2i, Front Cast Aluminum
3634 G 1 Enclosure, XP2i, Rear Cast Aluminum
3690 G 3 Front Panel, Membrane Switch, XP2i
4629 B 1 Pressure Sensor
4808-SCH L 1 Schematic
4809-PCA L 1 PCA, Main, XP2i
4809-AML L 2 PCA, Main, XP2i
4810-PCA L 1 PCA, Main, XP2i-DD+
4810-AML L 2 PCA, Main, XP2i-DD+
4870 S Manual, XP2i
Rgs;‘iawsible §Frson: Date of issue: 26.04.2022
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/" Dipl. Ing. Lukaé Martinak
”" Head of Certification Body
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